
Analysis Report

Client:

Project/Test Address:

Stohl Environmental

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

2020L-121.6; Fletcher Elementary School; 301 Cole Ave; Jamestown, NY
14701

Client Number:

33-5980

Fax Number:

716-312-8092Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

07/20/2021

06/23/2021

21-06-03830

Reported Date:

Received Date:

Report Number:

3860 California Road
Orchard Park, NY 14127

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Christine Schultz

Tech Certification #:

Lab Sample
Number

3.5821-06-03830-001 SPEECH ROOM SINK 11F-706/09/2021 07/19/2021121.6-1

12.421-06-03830-002 ROOM 029 SINK 1F-506/09/2021 07/19/2021121.6-2

2.0121-06-03830-003 KITCHEN 3 BAY SINK 1F-606/09/2021 07/19/2021121.6-3

<1.0021-06-03830-004 POD FOUNTAIN PUSH BAR
1C-7

06/09/2021 07/19/2021121.6-4A

<1.0021-06-03830-005 POD FOUNTAIN 1C-706/09/2021 07/19/2021121.6-4B

24.321-06-03830-006 POD ROOM A SINK 1F-1706/09/2021 07/19/2021121.6-5

75.921-06-03830-007 POD ROOM A BUBBLER
1/2A-9

06/09/2021 07/20/2021121.6-6

9.5021-06-03830-008 POD ROOM B SINK 1F-1806/09/2021 07/20/2021121.6-7

15.421-06-03830-009 POD ROOM B BUBBLER 1A-
10

06/09/2021 07/20/2021121.6-8

13.721-06-03830-010 POD ROOM C SINK 1F-1906/09/2021 07/20/2021121.6-9

20.721-06-03830-011 POD ROOM C BUBBLER
1/2A-11

06/09/2021 07/20/2021121.6-10

10.421-06-03830-012 POD ROOM D SINK 1F-2006/09/2021 07/20/2021121.6-11
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10721-06-03830-013 POD ROOM D BUBBLER
1/2A-12

06/09/2021 07/20/2021121.6-12

12.821-06-03830-014 POD ROOM E SINK 1F-2106/09/2021 07/20/2021121.6-13

26.321-06-03830-015 POD ROOM E BUBBLER
1/2A-13

06/09/2021 07/20/2021121.6-14

10.521-06-03830-016 POD ROOM F SINK 1F-2206/09/2021 07/20/2021121.6-15

28.321-06-03830-017 POD ROOM F BUBBLER 1A-
14

06/09/2021 07/20/2021121.6-16

5.6921-06-03830-018 POD CONF ROOM SINK
1/2F-4

06/09/2021 07/20/2021121.6-17

6.4221-06-03830-019 LEFT COOLER OUTSIDE
ROOM 32 LAVS 1C-5

06/09/2021 07/20/2021121.6-18

7.3021-06-03830-020 RIGHT COOLER OUTSIDE
ROOM 32 LAVS 1C-6

06/09/2021 07/20/2021121.6-19

7.7721-06-03830-021 ROOM 32 SINK 1F-1606/09/2021 07/20/2021121.6-20

8.2521-06-03830-022 ROOM 32 BUBBLER 1A-806/09/2021 07/20/2021121.6-21

2.8321-06-03830-023 ROOM 33 SINK 1F-1506/09/2021 07/20/2021121.6-22

1.4221-06-03830-024 ROOM 33 BUBBLER 1A-706/09/2021 07/20/2021121.6-23

2.3121-06-03830-025 ROOM 35 SINK 1F-1406/09/2021 07/20/2021121.6-24

1.7221-06-03830-026 ROOM 35 BUBBLER 1A-606/09/2021 07/20/2021121.6-25

4.4021-06-03830-027 NURSE LAV 1F-106/09/2021 07/20/2021121.6-26

11.621-06-03830-028 NUS EXAM ROOM 1F-206/09/2021 07/20/2021121.6-27

5.5721-06-03830-029 NURSE MAIN 1F-306/09/2021 07/20/2021121.6-28

<1.0021-06-03830-030 LOBBY COOLER LEFT 1C-106/09/2021 07/20/2021121.6-29

<1.0021-06-03830-031 LOBBY COOLER RIGHT 1C-206/09/2021 07/20/2021121.6-30

<1.0021-06-03830-032 GYM COOLER LEFT 1C-306/09/2021 07/20/2021121.6-31

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 21-06-03830

2020L-121.6; Fletcher Elementary School; 301 Cole
Ave; Jamestown, NY 14701

33-5980

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date
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<1.0021-06-03830-033 GYM COOLER RIGHT 1C-406/09/2021 07/20/2021121.6-32

2.1821-06-03830-034 ROOM 40 SINK 1F-806/09/2021 07/20/2021121.6-33

10.921-06-03830-035 ROOM 40 BUBBLER 1A-3606/09/2021 07/20/2021121.6-34

4.8721-06-03830-036 ROOM 41 SINK 1F-906/09/2021 07/20/2021121.6-35

1.4421-06-03830-037 ROOM 41 BUBBLER 1A-106/09/2021 07/20/2021121.6-36

4.6621-06-03830-038 ROOM 42 SINK 1F-1006/09/2021 07/20/2021121.6-37

1.1121-06-03830-039 ROOM 42 BUBBLER 1A-206/09/2021 07/20/2021121.6-38

2.8621-06-03830-040 ROOM 43 SINK 1F-1106/09/2021 07/20/2021121.6-39

<1.0021-06-03830-041 ROOM 43 BUBBLER 1A-306/09/2021 07/20/2021121.6-40

4.3521-06-03830-042 ROOM 44 SINK 1F-1206/09/2021 07/20/2021121.6-41

2.1021-06-03830-043 ROOM 44 BUBBLER 1A-406/09/2021 07/20/2021121.6-42

4.4721-06-03830-044 ROOM 45 SINK 1F-1306/09/2021 07/20/2021121.6-43

5.5721-06-03830-045 ROOM 45 BUBBLER 1A-506/09/2021 07/20/2021121.6-44

8.3221-06-03830-046 POD FAC LAV 1F-4406/09/2021 07/20/2021121.6-45

30.021-06-03830-047 BOILER ROOM 1S-106/09/2021 07/20/2021121.6-46

3.5121-06-03830-048 ROOM 6 SINK 1F-3106/09/2021 07/20/2021121.6-47

13.421-06-03830-049 ROOM 6 BUBBLER 1A-2006/09/2021 07/20/2021121.6-48

9.4421-06-03830-050 ROOM 5 SINK 1F-3206/09/2021 07/20/2021121.6-49

14.521-06-03830-051 ROOM 5 BUBBLER 1/2A-1906/09/2021 07/20/2021121.6-50

5.6021-06-03830-052 CORRIDOR OUTSIDE ROOM
4 BUBBLER 1A-21

06/09/2021 07/20/2021121.6-51

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 21-06-03830

2020L-121.6; Fletcher Elementary School; 301 Cole
Ave; Jamestown, NY 14701

33-5980

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date
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12.321-06-03830-053 ROOM 7 SINK 1F-3006/09/2021 07/20/2021121.6-52

12.021-06-03830-054 ROOM 7 BUB 1A-2206/09/2021 07/20/2021121.6-53

6.0421-06-03830-055 ROOM 4 SINK 1F-3306/09/2021 07/20/2021121.6-54

41.321-06-03830-056 ROOM 4 BUBBLER 1A-1806/09/2021 07/20/2021121.6-55

2.9721-06-03830-057 ROOM 3 LAV 1F-2906/09/2021 07/20/2021121.6-56

8.3021-06-03830-058 ROOM 3 SINK 1F-2806/09/2021 07/20/2021121.6-57

46.121-06-03830-059 ROOM 3 BUBBLER 1A-1706/09/2021 07/20/2021121.6-58

59.221-06-03830-060 ROOM 8 LAV 1F-2706/09/2021 07/20/2021121.6-59

7.6121-06-03830-061 ROOM 8 SINK 1F-2606/09/2021 07/20/2021121.6-60

12.621-06-03830-062 ROOM 8 BUBBLER 1A-2306/09/2021 07/20/2021121.6-61

4.2221-06-03830-063 ROOM 2 LAV 1F-2506/09/2021 07/20/2021121.6-62

7.9421-06-03830-064 ROOM 2 SINK 1F-2406/09/2021 07/20/2021121.6-63

21.521-06-03830-065 ROOM 2 BUBBLER 1A-1606/09/2021 07/20/2021121.6-64

<1.0021-06-03830-066 FOUNTAIN OUTSIDE ROOM
1 1C-9

06/09/2021 07/20/2021121.6-65A

<1.0021-06-03830-067 FOUNTAIN OUTSIDE ROOM
1 1C-9

06/09/2021 07/20/2021121.6-65B

5.1221-06-03830-068 ROOM 1 LAV 1F-4506/09/2021 07/20/2021121.6-66

10.421-06-03830-069 ROOM 1 SINK 1F-2306/09/2021 07/20/2021121.6-67

45.321-06-03830-070 ROOM 1 BUBBLER 1A-1506/09/2021 07/20/2021121.6-68

4.8221-06-03830-071 FAC LOUNGE SINK 1F-906/09/2021 07/20/2021121.6-69

2.2921-06-03830-072 OT/PT ROOM 1F-506/09/2021 07/20/2021121.6-70

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 21-06-03830

2020L-121.6; Fletcher Elementary School; 301 Cole
Ave; Jamestown, NY 14701

33-5980

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID
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 Date
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<1.0021-06-03830-073 COOLER OUTSIDE PTA
ROOM 1C-8

06/09/2021 07/20/2021121.6-71

9.0921-06-03830-074 CORRIDOR OUTSIDE ROOM
15 LEFT 1A-25

06/09/2021 07/20/2021121.6-72

4.4521-06-03830-075 CORRIDOR OUTSIDE ROOM
15 RIGHT 1A-24

06/09/2021 07/20/2021121.6-73

1.8821-06-03830-076 ROOM 16 SINK 1F-3406/09/2021 07/20/2021121.6-74

<1.0021-06-03830-077 ROOM 16 BUBBLER 1A-2606/09/2021 07/20/2021121.6-75

1.7721-06-03830-078 ROOM 17 SINK 1F-3506/09/2021 07/20/2021121.6-76

1.7921-06-03830-079 ROOM 17 BUBBLER 1A-2706/09/2021 07/20/2021121.6-77

3.8821-06-03830-080 ROOM 18 SINK 1F-3606/09/2021 07/20/2021121.6-78

<1.0021-06-03830-081 ROOM 18 BUBBLER 1A-2806/09/2021 07/20/2021121.6-79

2.5321-06-03830-082 ROOM 25 SINK 1F-3706/09/2021 07/20/2021121.6-80

1.3221-06-03830-083 ROOM 25 BUB 1A-3506/09/2021 07/20/2021121.6-81

1.5121-06-03830-084 ROOM 19 SINK 1F-4306/09/2021 07/20/2021121.6-82

1.3621-06-03830-085 ROOM 19 BUBBLER 1A-2906/09/2021 07/20/2021121.6-83

2.0021-06-03830-086 ROOM 24 SINK 1F-3806/09/2021 07/20/2021121.6-84

1.7421-06-03830-087 ROOM 24 BUBBLER 1A-3406/09/2021 07/20/2021121.6-85

1.3421-06-03830-088 ROOM 20 SINK 1F-4206/09/2021 07/20/2021121.6-86

2.1121-06-03830-089 ROOM 20 BUBBLER 1A-3006/09/2021 07/20/2021121.6-87

2.3021-06-03830-090 ROOM 23 SINK 1F-3906/09/2021 07/20/2021121.6-88

1.9821-06-03830-091 ROOM 23 BUBBLER 1A-3806/09/2021 07/20/2021121.6-89

8.4021-06-03830-092 FOUNTAIN OUTSIDE ROOM
23 1C-10

06/09/2021 07/20/2021121.6-90

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 21-06-03830

2020L-121.6; Fletcher Elementary School; 301 Cole
Ave; Jamestown, NY 14701

33-5980

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date

Page 6of5



1.3621-06-03830-093 ROOM 21 SINK 1F-4106/09/2021 07/20/2021121.6-91

<1.0021-06-03830-094 ROOM 21 BUBBLER 1A-3106/09/2021 07/20/2021121.6-92

3.2321-06-03830-095 ROOM 22 SINK 1F-4006/09/2021 07/20/2021121.6-93

1.0821-06-03830-096 ROOM 22 BUBBLER 1A-3206/09/2021 07/20/2021121.6-94

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NY 11714

Analyst: Ailea Cabatbat

EPA 200.8

Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 21-06-03830

2020L-121.6; Fletcher Elementary School; 301 Cole
Ave; Jamestown, NY 14701

33-5980

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date
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